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Project Picture
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Date of Inspection 11/01/2022

Inspection Time 16:51

Type Of Inspection Construction

System Inspection Alarm

Inspection Details: Fire alarm system CO Upgrades

Occupancy E - Schools or Daycares

Construction Type TYPE II-B--Unprotected Non-Combustible

(Most common type of non-combustible

construction used in commercial

buildings).

.

WORK DESCRIPTION

Item 1 The installed equipment was tested and

passed inspection.

Photo 1

1 photo

Photo 1

Item 2 Please provide an updated map at the fire

alarm control panel, produced from the

installation red lines. Utah Administrative

Code Reference R710-4.

CONCLUSION
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Findings and Recommendations

Installation passed acceptance testing, fire clearance shall remain valid.

SIGNATURE

Inspector Name Shane Maughan

Inspector Signature

Date 11/01/2022

Contractor Name

Contractor  Signature

Date 11/01/2022

NOTE: 72 HOUR MINIMUM NOTICE REQUIRED FOR INSPECTIONS.
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